
Touch 506/510 Release Note Rev. 6.0 ,Apr.25,2008, ICP DAS 
 

Toolkit:  CD-ROM:\napdos\others\touch\500series\setup\setup.exe  (Ver. 2.7.4)  or 
   download at  http://www.icpdas.com/download/others/touch/touch.htm 
 

Manual:   CD-ROM:\napdos\others\touch\manual\*.pdf 
CD-ROM:\napdos\others\touch\500series\*.pdf   or 

   download at  http://www.icpdas.com/download/others/touch/touch.htm 
 
Cable Pin assignment: 
 
   PC (RS232)           Touch 506 / 510 (PC 232) 
 9-Pin Dsub Female      9-Pin Dsub Female 
  2 RXD         5 GND 
  3 TXD         7 TXD 
  5 GND         8 RXD 
 
 I-8000 COM1 & I-7188 COM1 (RS232)       Touch 506 / 510 (PLC 232)    
   9-Pin Dsub Male       9-Pin Dsub Male 
  2 TXD          2 TXD 
  3 RXD          3 RXD 
  5 GND          5 GND 
             7 CTS  
             8 RTS    
 
 Wincon COM2 (RS232)              Touch 506 / 510 (PLC 232)    
   9-Pin Dsub Female         9-Pin Dsub Male  
  2 RXD          2 TXD 
  3 TXD          3 RXD 
  5 GND          5 GND 
             7 CTS  
             8 RTS    
 

I-8417/8817 COM2 (RS485)        Touch 506 / 510 (PLC 485)    

  DATA +              2  R + 
    DATA -              1  R - 
 
 

Wincon COM3 (RS485)         Touch 506 / 510 (PLC 485) 
 D +               2  R + 

    D -               1  R - 
 
 
I-8x3x / 7188EG / Wincon (Ethernet) Cross Ethernet Cable  Touch 506TE (Ethernet)  
 

Or 
 
I-8x3x / 7188EG / Wincon (Ethernet)  
    Normal Ethernet Cable  NS205 / 208 Ethernet Switch  Touch 506TE (Ethernet)  
   

PLC type: MODBUS  RTU  
PLC I/F Port: RS-232 

PLC type: MODBUS  RTU  
PLC I/F Port: RS-232

PLC type: MODBUS  RTU  
PLC I/F Port: RS-485 2W

PLC type: MODBUS  RTU  
PLC I/F Port: RS-485 2W

PLC type: MODBUS  RTU TCP/IP
PLC I/F Port: Ethernet



EasyBuilder 500 Unicode version Release Note 

Version 2.7.4  

New Features 
1. Support Unicode Bitmap font (for local languages, like Russian, Spanish, …).  

In Edit > System Parameters > Editor, select “Use bitmap font”. 

Correct: 
1. Correct Label library CSV import problem. Support Label name include return. 
2. Correct System Parameter/General/Extra no. of event can not be save. 
3. Correct MT505 with some PLC driver communication problem. 
 

 
 


